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1 Basement 1 1 DCW NORTH WALL Y Copper 4' A 7/2/2014 LB-01-B1DL 1C None
1 Basement 1 2 DHW NEAR WATER MAIN Y Copper 3' A 7/2/2014 LB-01-B1DL 1C 2'-6"
1 Basement 1 3 DHW ABOVE HOT WATER PUMPS Y Copper 5'-6" A 7/2/2014 LB-01-B1DL 1C 6"
1 Basement 2 1 DHWR EAST WALL Y Copper 25' A 7/3/2014 LB-01-B1DL 1A 1 1/2"
1 Basement 2 2 DCW SOUTHWEST/CENTER Y Copper 6' A 7/7/2014 LB-01-B1DL 1A None
1 Basement 2 3 DHWR SOUTH Y Copper 4' A 7/7/2014 LB-01-B1DL 1A None
1 Basement 2 4 DCW SOUTH WING Y Copper 19' A 7/7/2014 LB-01-B1DL 1A 1"
1 Basement 2 4 DHW SOUTH WING Y Copper 19' A 7/7/2014 LB-01-B2DL 1A 1"
1 Basement 2 5 DCW SOUTH WING Y Copper 3' A 7/7/2014 LB-01-B2DL 1A None
1 Basement 2 5 DHW SOUTH WING Y Copper 3' A 7/7/2014 LB-01-B2DL 1A None
1 Basement 2 5 DHWR SOUTH WING Y Copper 4' A 7/7/2014 LB-01-B2DL 1A None
1 Basement 2 6 DHW SOUTH Y Copper 3' A 7/8/2014 LB-01-B2DL 1A All
1 Basement 2 7 DCW SOUTH Y Copper 3'-6" A 7/8/2014 LB-01-B2DL 1A None
1 Basement 2 8 DHW SOUTH Y Copper 3'-6" A 7/8/2014 LB-01-B2DL 1A All
1 Basement 2 8 DHWR SOUTH Y Copper 4' A 7/8/2014 LB-01-B2DL 1A 1'
1 Basement 2 9 DCW SOUTH Y Copper 3' A 7/8/2014 LB-01-B2DL 1A None
1 Basement 2 9 DHW SOUTH Y Copper 5' A 7/8/2014 LB-01-B2DL 1A All
1 Basement 2 9 DHWR SOUTH Y Copper 3' A 7/8/2014 LB-01-B2DL 1A None
1 Basement 2 10 DCW SOUTH Y Copper 43' A 7/8/2014 LB-01-B2DL 1A None
1 Basement 2 10 DHW SOUTH Y Copper 43' A 7/8/2014 LB-01-B2DL 1A None
1 Basement 2 11 DHWR SOUTH Y Copper 77' A 7/8/2014 LB-01-B2DL 1A None
1 Basement 2 12 DCW SOUTH Y Copper 5' A 7/8/2014 LB-01-B2DL 1A None
1 Basement 2 13 DCW SOUTHEAST NEAR ELEVATOR Y Copper 16' A 7/8/2014 LB-01-B1DL 1A None
1 Basement 2 13 DHW SOUTHEAST NEAR ELEVATOR Y Copper 16' A 7/8/2014 LB-01-B1DL 1A None
1 Basement 2 14 DCW NORTHEAST/CENTER Y Copper 4' A 7/8/2014 LB-01-B1DL 1A 2'
1 Basement 2 15 DCW NORTH Y Copper 12'-6" A 7/8/2014 LB-01-B1DL 1A None
1 Basement 2 16 DHWR NORTH Y Copper 3'-6" A 7/8/2014 LB-01-B1DL 1A None
1 Basement 2 17 DCW NORTH Y Black Pipe 18' A 7/8/2014 LB-01-B1DL 1A None
1 Basement 2 18 DCW NORTH Y Copper 8' A 7/9/2014 LB-01-B1DL 1A None
1 Basement 2 18 DHW NORTH Y Copper 8' A 7/9/2014 LB-01-B1DL 1A None
1 Basement 2 18 DHWR NORTH Y Copper 9'-6" A 7/9/2014 LB-01-B1DL 1A None
1 Basement 2 19 DCW NORTH Y Copper 6' A 7/9/2014 LB-01-B1DL 1A None
1 Basement 2 19 DHW NORTH Y Copper 6' A 7/9/2014 LB-01-B1DL 1A None
1 Basement 2 19 DHWR NORTH Y Copper 6' A 7/9/2014 LB-01-B1DL 1A 3'
1 Basement 2 20 DCW NORTH Y Copper 3'-5" A 7/9/2014 LB-01-B1DL 1A 3"
1 Basement 2 21 DCW NORTH Y Copper 3' A 7/9/2014 LB-01-B1DL 1A 3'
1 Basement 2 21 DHW NORTH Y Copper 3' A 7/9/2014 LB-01-B1DL 1A None
1 Basement 2 21 DHWR NORTH Y Copper 3' A 7/9/2014 LB-01-B1DL 1A 1'
1 Basement 2 22 DCW NORTH Y Copper 6' A 7/9/2014 LB-01-B1DL 1A 2'
1 Basement 2 22 DHWR NORTH Y Copper 3' A 7/9/2014 LB-01-B1DL 1A 2'
1 Basement 2 23 DCW NORTH Y Copper 5'-6" A 7/9/2014 LB-01-B1DL 1A 5'-6"
1 Basement 2 24 DCW NORTH Y Galv. 9' A 7/9/2014 LB-01-B1DL 1A 9'
1 Basement 2 25 DCW NORTH Y Copper 3'-4" A 7/9/2014 LB-01-B1DL 1A 3'-6"
1 Basement 2 26 DCW NORTH Y Copper 5' A 7/9/2014 LB-01-B1DL 1A 5'
1 Basement 2 27 DCW SOUTH Y Copper 22' A 7/10/2014 LB-01-B2DL 1A 1'
1 Basement 2 28 DHW SOUTH Y Copper 22' A 7/10/2014 LB-01-B2DL 1A 1'
1 Basement 2 29 DCW SOUTH Y Copper 12' A 7/10/2014 LB-01-B2DL 1A None
1 Basement 2 29 DHW SOUTH Y Copper 12' A 7/10/2014 LB-01-B2DL 1A None
1 Ground 14 1 DCW SOUTH OF ENTRANCE N Copper 16' A 7/10/2014 LB-01-G1DL 1C 15'
1 Ground 41 1 DCW SOUTHEAST, ABOVE WATER CLOSET N Copper 5' A 7/15/2014 LB-01-G2DL 1C None
1 Ground 41 1 DHW SOUTHEAST ABOVE WATER CLOSET N Copper 5' A 7/15/2014 LB-01-G2DL 1C None
1 Ground 51 1 DCW SOUTHEAST/ CENTER N Copper 42' A 7/15/2014 LB-01-G1DL 1C All
1 Ground 55 1 DHW NORTHEAST OF ENTRANCE Y Copper 25' A 7/10/2014 LB-01-G1DL 1C All
1 First 132 1 DCW EAST OF PIPE CHASE N Copper 16' A 7/17/2014 LB-01-12DL 1C None
1 First 132 1 DHW EAST OF PIPE CHASE N Copper 16' A 7/17/2014 LB-01-12DL 1C None
1 First 113A 1 DCW BATHROOM GROUP Y Copper 12' B 8/19/2014 LB-01-11DL 1C None
1 First 113A 1 DHW BATHROOM GROUP Y Copper 12' B 8/19/2014 LB-01-11DL 1C None
1 First 149A 1 DCW NORTH EXTERIOR WALL N Galv. 12' A 7/17/2014 LB-01-12DL 1C Less than 6"
1 First 149A 1 DHW NORTH EXTERIOR WALL N Copper 12' A 7/17/2014 LB-01-12DL 1C Less than 6"
1 First 149A 1 DHWR NORTH EXTERIOR WALL N Copper 12' A 7/17/2014 LB-01-12DL 1C Less than 6"
1 Second 251 1 DCW EAST WALL Y Copper 20' B 8/19/2014 LB-02-21DL 1C None
1 Second 251 1 DHW EAST WALL Y Copper 20' B 8/19/2014 LB-02-21DL 1C None
1 Third 326 1 DHW NORTH OF ENTRANCE N Copper 3' A 7/16/2014 LB-01-31DL 1C None
1 Fourth 407 1 DCW WEST WALL N Copper 12' A 7/16/2014 LB-01-41DL 1C None
1 Fourth 407 1 DHW WEST WALL N Copper 12' A 7/16/2014 LB-01-41DL 1C None
1 Fourth 407 1 DHWR WEST WALL N Copper 12' A 7/16/2014 LB-01-41DL 1C None
1 Fourth 426 1 DCW CLG/CENTER Y Copper 25' B 8/19/2014 LB-01-41DL 1C None
1 Fourth 426 1 DHW CLG/CENTER Y Copper 25' B 8/19/2014 LB-01-41DL 1C None
1 Fifth 566 1 DCW SOUTH N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 566 1 DHW SOUTH N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 567 1 DCW WEST OF ENTRANCE N Copper 5' A 7/17/2014 LB-01-52DL 1C None
1 Fifth 567 1 DHW WEST OF ENTRANCE N Copper 5' A 7/17/2014 LB-01-52DL 1C None
1 Fifth 573 1 DCW NORTH WALL FROM ENTRANCE N Copper 5' A 7/17/2014 LB-01-52DL 1C None
1 Fifth 573 1 DHW NORTH WALL FROM ENTRANCE N Copper 5' A 7/17/2014 LB-01-52DL 1C None
1 Fifth 574 1 DCW EAST OF ENTRANCE N Copper 5' A 7/17/2014 LB-01-52DL 1C None
1 Fifth 574 1 DHW EAST OF ENTRANCE N Copper 5' A 7/17/2014 LB-01-52DL 1C None
1 Fifth 575 1 DCW SOUTH/CENTER Y Copper 16' B 8/19/2014 LB-01-52DL 1C None
1 Fifth 575 1 DHW SOUTH/CENTER Y Copper 16' B 8/19/2014 LB-01-52DL 1C None

1 Fifth 576 1 DCW WEST OF ENTRANCE N Copper 5' A 7/17/2014 LB-01-52DL 1C None

1 Fifth 576 1 DHW WEST OF ENTRANCE N Copper 5' A 7/17/2014 LB-01-52DL 1C None

1 Fifth 577 1 DCW NORTH OF ENTRANCE N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 577 1 DHW NORTH OF ENTRANCE N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 578 1 DCW NORTH OF ENTRANCE N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 578 1 DHW NORTH OF ENTRANCE N Copper 5' A 7/16/2014 LB-01-52DL 1C None

VAMC Lebanon Dead Leg Schedule

1 Fifth 578 1 DCW NORTH OF ENTRANCE N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 578 1 DHW NORTH OF ENTRANCE N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 580 1 DCW SOUTH WALL N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 580 1 DHW SOUTH WALL N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 581 1 DCW SOUTH Y Copper 10' B 8/19/2014 LB-01-52DL 1C None
1 Fifth 581 1 DHW SOUTH Y Copper 10' B 8/19/2014 LB-01-52DL 1C None
1 Fifth 582 1 DCW WEST N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 582 1 DHW WEST N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 584 1 DCW NORTH N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 584 1 DHW SOUTH N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 585 1 DCW WEST N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Fifth 585 1 DHW WEST N Copper 5' A 7/16/2014 LB-01-52DL 1C None
1 Sixth 603 1 DCW EAST WALL N Copper 3' A 7/17/2014 LB-01-61DL 1C None
1 Sixth 603 1 DHW EAST WALL N Copper 3' A 7/17/2014 LB-01-61DL 1C None
1 Sixth 613 1 DCW CENTER FLOOR N Copper 3' A 7/17/2014 LB-01-61DL 1C None
1 Sixth 613 1 DHW CENTER FLOOR N Copper 3' A 7/17/2014 LB-01-61DL 1C None
1 Sixth 613 1 DHWR CENTER FLOOR N Copper 3' A 7/17/2014 LB-01-61DL 1C None
1 Sixth 617 1 DCW SOUTH WALL Y Copper 50' A 7/17/2014 LB-01-61DL 1C None
1 Sixth 618 1 DCW CENTER ROOM BY STAIRWELL Y Copper 10' A 7/17/2014 LB-01-61DL 1C None
3 Basement 1 1 DCW WEST WALL Y Copper 6' A 5/27/2014 LB-03-0BDL 1C 3'
3 Basement 1 1 DHW WEST WALL Y Copper 6' A 5/27/2014 LB-03-0BDL 1C 3
3 Basement 1 1 DHWR WEST WALL Y Copper 6' A 5/27/2014 LB-03-0BDL 1C 3'
3 Basement 2 1 DCW SOUTH WALL Y Copper 25' A 5/27/2014 LB-03-0BDL 1C 3'
3 Basement 2 1 DHW SOUTH WALL Y Copper 25' A 5/27/2014 LB-03-0BDL 1C 3'
3 Basement 2 1 DHWR SOUTH WALL Y Copper 25' A 5/27/2014 LB-03-0BDL 1C 3'
3 Basement 7 1 DCW CENTER OF ROOM N Copper 6' A 5/27/2014 LB-03-0BDL 1C None
3 Basement 7 1 DHW CENTER OF ROOM N Copper 6' A 5/27/2014 LB-03-0BDL 1C None
3 Basement 7 1 DHWR CENTER OF ROOM N Copper 6' A 5/27/2014 LB-03-0BDL 1C None
3 Basement 7 2 DCW NORTH WALL N Copper 10' A 5/25/2014 LB-03-0BDL 1C None
3 Basement 7 2 DHW NORTH WALL N Copper 10' A 5/26/2014 LB-03-0BDL 1C None
3 Basement 7 2 DHWR NORTH WALL N Copper 10' A 5/27/2014 LB-03-0BDL 1C None
3 Basement 007A 1 DCW WEST WALL Y Copper 26' A 5/27/2014 LB-03-0BDL 1C None
3 Basement 007A 1 DHW WEST WALL Y Copper 26' A 5/27/2014 LB-03-0BDL 1C None
3 Basement 007A 1 DHWR WEST WALL Y Copper 26' A 5/27/2014 LB-03-0BDL 1C None
3 First 110A 1 DCW SOUTH CLG. N Copper 6' A 5/28/2014 LB-03-01DL 1C None
3 First 110A 2 DCW EAST CLG. N Copper 6' A 5/29/2014 LB-03-01DL 1C None
3 First 110A 2 DHW EAST CLG. N Copper 6' A 5/27/2014 LB-03-01DL 1C None
3 Second 212 1 DCW WEST WALL N Copper 3' B 5/27/2014 LB-03-02DL 1C None
3 Second 212 1 DHW WEST WALL N Copper 3' B 5/27/2014 LB-03-02DL 1C None

17 Basement 1 1 DCW WEST WALL N Copper 5' A 6/12/2014 LB-17-0BDL 1A None
17 Basement 1 2 DCW NORTH WALL N Copper 5' A 6/12/2014 LB-17-0BDL 1A None
17 Basement 1 3 DCW NORTH WALL N Copper 4' A 6/12/2014 LB-17-0BDL 1A None
17 Basement 1 4 DCW NORTHEAST WALL N Copper 4' A 6/12/2014 LB-17-0BDL 1A None
17 Basement 1 4 DHW NORTHEAST WALL N Copper 4' A 6/12/2014 LB-17-0BDL 1A None
17 Basement 1 5 DCW NORTHEAST WALL N Copper 8' A 6/12/2014 LB-17-0BDL 1A None
17 Basement 1 6 DCW NORTHCENTER N Copper 3'-6" A 6/12/2014 LB-17-0BDL 1A None
17 Basement 1 7 DCW NORTHEAST N Copper 11'-4" A 6/12/2014 LB-17-0BDL 1A None
17 Basement 1 8 DCW NORTHEAST N Copper 6' A 6/13/2014 LB-17-0BDL 1A None
17 Basement 1 9 DCW NORTHWEST N Copper 3' A 6/13/2014 LB-17-0BDL 1A None
17 Basement 1 10 DCW NORTHWEST Y Copper 3' A 7/18/2014 LB-17-0BDL 1A None
17 Basement 1 11 DCW NORTHWEST Y Copper 3' A 7/18/2014 LB-17-0BDL 1A None
17 Basement 1 12 DHW SOUTHWEST Y Copper 22' A 7/18/2014 LB-17-0BDL 1A None
17 Basement 1 13 DCW SOUTHWEST Y Copper 8' A 7/18/2014 LB-17-0BDL 1A None
17 Basement 1 14 DHW SOUTH Y Copper 3' A 7/18/2014 LB-17-0BDL 1A None
17 Basement 1 15 DHW SOUTH Y Copper 7' A 7/18/2014 LB-17-0BDL 1A None
17 Basement 1 16 DHW SOUTHWEST Y Copper 5' A 7/18/2014 LB-17-0BDL 1A None
17 Basement 1 16 DHWR SOUTH Y Copper 6' A 7/18/2014 LB-17-0BDL 1A All
17 Basement 1 17 DHW SOUTHWEST Y Copper 4' A 7/18/2014 LB-17-0BDL 1A All
17 Basement 1 18 DCW SOUTH Y Copper 25' A 7/18/2014 LB-17-0BDL 1A None
17 Basement 1 19 DHW SOUTHEAST Y Copper 12' A 7/18/2014 LB-17-0BDL 1A None
17 Basement 1 20 DCW SOUTHEAST Y Copper 4' A 7/18/2014 LB-17-0BDL 1A Less than 1'
17 Basement 1 20 DHW SOUTHEAST Y Copper 23' A 7/18/2014 LB-17-0BDL 1A Less than 1'
17 Basement 1 20 DHWR SOUTHEAST Y Copper 15' A 7/18/2014 LB-17-0BDL 1A Less than 1'
17 Basement MECH 1 DCW NORTHEAST N Copper 7' A 6/23/2014 LB-17-0BDL 1C All
17 Second 203 1 DCW NORTH/CLG. Y Galv. 4' A 6/25/2014 LB-17-02DL 1C None
17 Second 203 1 DHW NORTH/CLG. Y Galv. 4' A 6/25/2014 LB-17-02DL 1C None
17 Second 217 1 DHW NORTH/CLG. N Copper 8' A 6/25/2014 LB-17-02DL 1C None
17 Second 217 1 DCW NORTH/CLG. N Copper 10' A 6/25/2014 LB-17-02DL 1C None
17 Second 220 1 DCW SOUTH/CLG. Y Galv. 3' A 6/25/2014 LB-17-02DL 1C None
17 Second 220 1 DHW SOUTH/CLG. Y Copper 3' A 6/25/2014 LB-17-02DL 1C None
17 Second 267 1 DCW NORTHEAST/CLG. Y Galv. 4' A 6/25/2014 LB-17-02DL 1C None
17 Second 267 1 DHW NORTHEAST/CLG. Y Copper 4' A 6/25/2014 LB-17-02DL 1C None
17 Third 308 1 DCW NORTH N Copper 12' A 6/30/2014 LB-17-03DL 1C None
17 Third 308 1 DHW NORTH N Copper 12' A 6/30/2014 LB-17-03DL 1C None
17 Third 316 1 DCW EAST N Copper 4' A 6/30/2014 LB-17-03DL 1C None
17 Third 316 2 DCW EAST N Copper 4' A 6/30/2014 LB-17-03DL 1C None
17 Third 318 1 DCW WEST N Copper 4' A 6/30/2014 LB-17-03DL 1C None
17 Third 318 2 DCW WEST N Copper 4' A 6/30/2014 LB-17-03DL 1C 1'
17 Third 322 1 DCW SOUTH/ IN PIPE CHASE N Copper 13' A 6/30/2014 LB-17-03DL 1C None
17 Third 372 1 DCW EAST WALL N Copper 3' A 6/30/2014 LB-17-03DL 1C None
17 Third 398 1 DCW NORTH N Copper 14' A 6/30/2014 LB-17-03DL 1C None
17 Third 398 1 DHW NORTH N Copper 14' A 6/30/2014 LB-17-03DL 1C None
17 Third 398 1 DHWR NORTH N Copper 14' A 6/30/2014 LB-17-03DL 1C None
17 Fourth 409 1 DCW EAST N Galv. 4' A 7/1/2014 LB-17-04DL 1C None
17 Fourth 409 1 DHW EAST N Copper 4' A 7/1/2014 LB-17-04DL 1C None
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17 Fourth 409 1 DHW EAST N 4' A LB-17-04DL 1C None
17 Fourth 413 1 DCW WEST N Copper 10' A 7/1/2014 LB-17-04DL 1C None
17 Fourth 424 1 DCW SOUTH N Copper 18' A 7/1/2014 LB-17-04DL 1C 4'
17 Fourth 424 1 DHW SOUTH N Copper 18' A 7/1/2014 LB-17-04DL 1C 4'
17 Fourth 436 1 DCW SOUTHWEST N Galv. 3'-6" A 7/1/2014 LB-17-04DL 1C None
17 Fourth 442 1 DCW SOUTH N Copper 12' A 7/1/2014 LB-17-04DL 1C None
17 Fourth 463 1 DCW SOUTHEAST N Galv. 10' A 7/1/2014 LB-17-04DL 1C None
17 Fourth 463 1 DHW SOUTHEAST N Copper 10' A 7/1/2014 LB-17-04DL 1C 1'
17 Fourth 463 1 DHWR SOUTHEAST N Copper 10' A 7/1/2014 LB-17-04DL 1C 1'
17 Fourth 481 1 DCW NORTHWEST N Copper 3' A 7/1/2014 LB-17-04DL 1C 6"
17 Fourth 481 1 DHW NORTHWEST N Copper 3' A 7/1/2014 LB-17-04DL 1C 3'
17 Fifth 578 1 DCW SOUTHEAST N Galv. 10' A 7/1/2014 LB-17-05DL 1C None
17 Attic 1 1 DCW SOUTHWEST Y Copper 66'-6" A 7/2/2014 LB-17-0ADL 1C None

18 Lower
Basement 1 1 DCW SOUTH Y Copper 5' A 7/31/2014 LB-18-0LBDL 1C None

18 Lower
Basement 2 1 DCW NORTHEAST Y Copper 13' A 7/31/2014 LB-18-0LBDL 1A None

18 Basement 3 1 DCW NORTHEAST N Copper 3' A 7/31/2014 LB-18-0BDL 1C None
18 Basement 3 1 DHW NORTHEAST N Copper 3' A 7/31/2014 LB-18-0BDL 1C None
18 Basement 40 1 DCW NORTHEAST N Copper 3' A 7/31/2014 LB-18-0BDL 1C None
18 Basement 40 1 DHW NORTHEAST N Copper 3' A 7/31/2014 LB-18-0BDL 1C All
18 Basement 40 2 DCW NORTHEAST N Copper 3' A 7/31/2014 LB-18-0BDL 1C None
18 Basement 40 2 DHW NORTHEAST N Copper 3' A 7/31/2014 LB-18-0BDL 1C None
18 Basement 53 1 DCW SOUTH N Copper 10' A 7/30/2014 LB-18-0BDL 1A None
18 Basement 53 1 DHW SOUTH N Copper 4'-6" A 7/30/2014 LB-18-0BDL 1A None

18 Basement 53 2 DCW SOUTH, EXTERIOR WALL N Copper 4'-6" A 7/30/2014 LB-18-0BDL 1A None

18 Basement 53 3 DHW SOUTH, EXTERIOR WALL N Copper 8' A 7/30/2014 LB-18-0BDL 1A None

18 First 128 1 DCW EAST N Copper 11' A 8/4/2014 LB-18-01DL 1C 16"
18 First 150 1 DCW NORTH N Copper 5' A 8/4/2014 LB-18-01DL 1C 90"
18 First 150 1 DHW NORTH N Copper 5' A 8/4/2014 LB-18-01DL 1C None
18 Second 227 1 DCW EAST N Copper 5' B 8/4/2014 LB-18-02DL 1C All
18 Second 227 1 DHW EAST N Copper 5' B 8/4/2014 LB-18-02DL 1C All
18 Second 237 1 DHW NORTH N Copper 4' A 8/4/2014 LB-18-02DL 1C None
18 Second 228C 1 DCW SOUTH Y Copper 25' B 8/19/2014 LB-18-02DL 1C None
18 Second 228C 1 DHW SOUTH Y Copper 25' B 8/19/2014 LB-18-02DL 1C None
18 Third 311 1 DCW NORTH N Copper 5' B 8/5/2014 LB-18-03DL 1C None
18 Third 311 1 DHW NORTH N Copper 5' B 8/5/2014 LB-18-03DL 1C None
18 Third 326 1 DCW SOUTH N Copper 64' A 8/5/2014 LB-18-03DL 1C None
18 Third 314A 1 DCW WEST N Copper 10' B 8/5/2014 LB-18-03DL 1C None
18 Third 314A 1 DHW WEST N Copper 10' B 8/5/2014 LB-18-03DL 1C None
18 Third 316A 1 DCW NORTH N Copper 20' B 8/5/2014 LB-18-03DL 1C None
18 Third 316A 1 DHW NORTH N Copper 20' B 8/5/2014 LB-18-03DL 1C None
18 Third 316A 2 DCW NORTH N Copper 20' B 8/5/2014 LB-18-03DL 1C None
18 Third 316A 2 DHW NORTH N Copper 20' B 8/5/2014 LB-18-03DL 1C None
18 Third 316A 3 DCW NORTH N Copper 20' B 8/5/2014 LB-18-03DL 1C None
18 Third 316A 3 DHW NORTH N Copper 20' B 8/5/2014 LB-18-03DL 1C None
18 Third 316A 4 DCW NORTH N Copper 20' B 8/5/2014 LB-18-03DL 1C None
18 Third 316A 4 DHW NORTH N Copper 20' B 8/5/2014 LB-18-03DL 1C None
18 Third 341A 1 DCW WEST Y Copper 10' B 8/19/2014 LB-18-03DL 1C None
18 Third 341A 1 DHW WEST Y Copper 10' B 8/19/2014 LB-18-03DL 1C None
18 Third 350A 1 DCW SOUTH Y Copper 10' B 8/19/2014 LB-18-03DL 1C None
18 Third 350A 1 DHW SOUTH Y Copper 10' B 8/19/2014 LB-18-03DL 1C None
18 Fourth 430 1 DHW NORTH N Copper 5' A 8/6/2014 LB-18-04DL 1C None
18 Fourth 430 2 DCW NORTH N Copper 5' A 8/6/2014 LB-18-04DL 1C None
18 Fourth 432 1 DCW NORTH N Copper 10' A 8/6/2014 LB-18-04DL 1C None
18 Fourth 433 1 DCW NORTH N Copper 10' A 8/6/2014 LB-18-04DL 1C None
18 Fourth 433 1 DHW NORTH N Copper 10' A 8/6/2014 LB-18-04DL 1C None
18 Fourth 447 1 DCW NORTH N Copper 10' A 8/6/2014 LB-18-04DL 1C None
18 Fourth 416A 1 DCW NORTH N Copper 20' B 8/5/2014 LB-18-04DL 1C None
18 Fourth 416A 1 DHW NORTH N Copper 20' B 8/5/2014 LB-18-04DL 1C None
18 Fourth 416A 2 DCW NORTH N Copper 20' B 8/5/2014 LB-18-04DL 1C None
18 Fourth 416A 2 DHW NORTH N Copper 20' B 8/5/2014 LB-18-04DL 1C None
18 Fourth 416A 3 DCW NORTH N Copper 20' B 8/5/2014 LB-18-04DL 1C None
18 Fourth 416A 3 DHW NORTH N Copper 20' B 8/5/2014 LB-18-04DL 1C None
18 Fourth 416A 4 DCW NORTH N Copper 20' B 8/5/2014 LB-18-04DL 1C None
18 Fourth 416A 4 DHW NORTH N Copper 20' B 8/5/2014 LB-18-04DL 1C None
18 Fourth 434A 1 DCW SOUTH N Copper 20' B 8/6/2014 LB-18-04DL 1C None
18 Fourth 434A 1 DHW SOUTH N Copper 20' B 8/6/2014 LB-18-04DL 1C None
18 Fourth 434A 2 DCW SOUTH N Copper 20' B 8/6/2014 LB-18-04DL 1C None
18 Fourth 434A 2 DHW SOUTH N Copper 20' B 8/6/2014 LB-18-04DL 1C None
18 Fourth 434A 3 DCW SOUTH N Copper 20' B 8/6/2014 LB-18-04DL 1C None
18 Fourth 434A 3 DHW SOUTH N Copper 20' B 8/6/2014 LB-18-04DL 1C None
18 Fourth 450A 1 DCW SOUTH N Copper 5' B 8/6/2014 LB-18-04DL 1C None
18 Fourth 450A 1 DHW SOUTH N Copper 5' B 8/6/2014 LB-18-04DL 1C None
18 Fifth 543 1 DCW NORTH N Copper 5' A 8/6/2014 LB-18-05DL 1C None
18 Fifth 543 1 DHW NORTH N Copper 5' A 8/6/2014 LB-18-05DL 1C None
18 Fifth 544 1 DCW WEST Y Copper 10' B 8/19/2014 LB-18-05DL 1C None
18 Fifth 544 1 DHW WEST Y Copper 10' B 8/19/2014 LB-18-05DL 1C None
18 Fifth 516A 1 DCW NORTH N Copper 20' B 8/6/2014 LB-18-05DL 1C None
18 Fifth 516A 1 DHW NORTH N Copper 20' B 8/6/2014 LB-18-05DL 1C None
18 Fifth 516A 2 DCW NORTH N Copper 20' B 8/6/2014 LB-18-05DL 1C None
18 Fifth 516A 2 DHW NORTH N Copper 20' B 8/6/2014 LB-18-05DL 1C None
18 Fifth 516A 3 DCW NORTH N Copper 20' B 8/6/2014 LB-18-05DL 1C None
18 Fifth 516A 3 DHW NORTH N Copper 20' B 8/6/2014 LB-18-05DL 1C None
18 Fifth 516A 4 DCW NORTH N Copper 20' B 8/6/2014 LB-18-05DL 1C None
18 Fifth 516A 4 DHW NORTH N Copper 20' B 8/6/2014 LB-18-05DL 1C None
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18 Fifth 516A 4 DHW NORTH N Copper 20' B 8/6/2014 LB-18-05DL 1C None
19 Basement 1 1 DCW SOUTH Y Galv. 11' A 5/30/2014 LB-19-0BDL 1A None
19 Basement 1 2 DHW SOUTH Y Copper 56' A 5/30/2014 LB-19-0BDL 1A None
19 Basement 1 2 DHWR SOUTH Y Copper 56' A 5/30/2014 LB-19-0BDL 1A None
19 Basement 1 3 DHW SOUTH Y Copper 9' A 5/30/2014 LB-19-0BDL 1A None
19 Basement 1 4 DCW SOUTH Y Copper 9' A 5/30/2014 LB-19-0BDL 1A None
19 Basement 1 5 DHW NORTH Y Copper 12' A 6/2/2014 LB-19-0BDL 1A None
19 Basement 1 5 DCW NORTH Y Copper 12' A 6/2/2014 LB-19-0BDL 1A None
19 Basement 1 6 DHW NORTH Y Copper 21' A 6/2/2014 LB-19-0BDL 1A None
19 Basement 1 6 DCW NORTH Y Copper 21' A 6/2/2014 LB-19-0BDL 1A None
19 Basement 1 6 DHWR NORTH Y Copper 21' A 6/2/2014 LB-19-0BDL 1A None
19 Basement 4 1 DCW CENTER Y Copper 4' A 5/29/2014 LB-19-0BDL 1B None
19 Basement 4 2 DCW CENTER Y Copper 20' A 5/29/2014 LB-19-0BDL 1B None
19 Basement 4 3 DHW CENTER Y Copper 5' A 5/29/2014 LB-19-0BDL 1B None
19 Second 204 1 DCW EAST Y Copper 5' A 6/3/2014 LB-19-02DL 1C All
19 Second 204 1 DHW EAST Y Copper 3' A 6/3/2014 LB-19-02DL 1C All
19 Second 219 1 DCW EAST Y Copper 8' A 6/3/2014 LB-19-02DL 1C None
19 Second 229 1 DCW HAND SINK N Copper 10' B 6/4/2014 LB-19-02DL 1C 3'
19 Second 229 1 DHW HAND SINK N Copper 10' B 6/4/2014 LB-19-02DL 1C 3'
19 Second 247 1 DCW NORTH Y Galv. 3' A 6/3/2014 LB-19-02DL 1C 1'
19 Second 247 1 DHW NORTH Y Copper 3' A 6/3/2014 LB-19-02DL 1C 1'
19 Second 256 1 DCW SOUTH Y Galv. 15' A 6/3/2014 LB-19-02DL 1C All
19 Second 256 1 DHW SOUTH Y Galv. 15' A 6/3/2014 LB-19-02DL 1C All
19 Second 229B 1 DCW MOP SINK N Copper 10' B 6/4/2014 LB-19-02DL 1C All
19 Second 229B 1 DHW MOP SINK N Copper 10' B 6/4/2014 LB-19-02DL 1C None
19 Second 257A 1 DCW SOUTH Y Copper 13'-6" A 6/3/2014 LB-19-02DL 1C None
19 Second 257A 1 DHW SOUTH Y Copper 11'-6" A 6/3/2014 LB-19-02DL 1C None
19 Second 257A 1 DHWR SOUTH Y Copper 1'-6" A 6/3/2014 LB-19-02DL 1C None
19 Third 315 1 DCW SOUTHWEST CHASE Y Copper 35' A 6/4/2014 LB-19-03DL 1C All
19 Third 315 2 DCW SOUTHWEST CHASE Y Copper 17' A 6/4/2014 LB-19-03DL 1C All
19 Third 328 1 DCW NORTHEAST Y Copper 30' B 8/19/2014 LB-19-03DL 1C None
19 Third 328 1 DHW NORTHEAST Y Copper 30' B 8/19/2014 LB-19-03DL 1C None
19 Third 339 1 DCW CHASE Y Copper 3' A 6/4/2014 LB-19-03DL 1C None
19 Third 339 2 DCW CHASE Y Copper 4' A 6/4/2014 LB-19-03DL 1C None
19 Third 339 2 DHW CHASE Y Copper 4' A 6/4/2014 LB-19-03DL 1C None
19 Third 329A 1 DHW SOUTHEAST WALL N Copper 10' A 6/4/2014 LB-19-03DL 1C None
19 Third 329A 1 DCW SOUTHEAST WALL N Copper 10' A 6/4/2014 LB-19-03DL 1C None
19 Third 346A 1 DCW EAST WALL CABINET N Copper 50' A 6/4/2014 LB-19-03DL 1C None
19 Third 346A 1 DHW EAST WALL CABINET N Copper 50' A 6/4/2014 LB-19-03DL 1C None
19 Third 346A 2 DCW EAST WALL CABINET N Copper 50' A 6/4/2014 LB-19-03DL 1C None
19 Third 346A 2 DHW EAST WALL CABINET N Copper 50' A 6/4/2014 LB-19-03DL 1C None
22 Basement 1 1 DHWR SOUTHEAST Y Galv. 7'-6" A 6/5/2014 LB-22-0BDL 1A 1'
22 Basement 1 2 DHWR SOUTHWEST Y Galv. 8' A 6/5/2014 LB-22-0BDL 1A 1'
22 Basement 1 3 DCW NORTHWEST Y Galv. 4' A 6/5/2014 LB-22-0BDL 1A None
22 Basement 1 4 DHW RIGHT SIDE /CENTER Y Galv. 10' A 6/5/2014 LB-22-0BDL 1A 6'
22 Basement 1 5 DHWR RIGHT SIDE /CENTER Y Galv. 10' A 6/5/2014 LB-22-0BDL 1A 6'
22 First 104 1 DCW NORTHEAST CHASE Y Copper 30' A 6/9/2014 LB-22-01DL 1C None
22 First 104 1 DHW NORTHEAST CHASE Y Copper 30' A 6/9/2014 LB-22-01DL 1C None
22 First 104 1 DHWR NORTHEAST CHASE Y Copper 30' A 6/9/2014 LB-22-01DL 1C None
22 Second 217 1 DCW EAST WALL Y Copper 25' C 6/9/2014 LB-22-02DL 1C None
22 Second 217 1 DHW EAST WALL Y Copper 25' C 6/9/2014 LB-22-02DL 1C None
22 Third 318 1 DCW WEST WALL Y Copper 25' C 6/9/2014 LB-22-03DL 1C None
22 Third 318 1 DHW WEST WALL Y Copper 25' C 6/9/2014 LB-22-03DL 1C None
22 Third 326 1 DHW SOUTH CHASE Y Copper 56' B 6/9/2014 LB-22-03DL 1C None
22 Third 326 1 DCW SOUTH CHASE Y Copper 56' B 6/9/2014 LB-22-03DL 1C None
23 Basement 1 1 DCW SOUTH WING/CRAWL SPACE Y Copper 5' A 6/10/2014 LB-23-0BDL 1A None
23 Basement 1 2 DCW NORTH WING/CRAWL SPACE Y Copper 5' A 6/10/2014 LB-23-0BDL 1A None
23 Basement 1 3 DCW WEST WING/CRAWL SPACE Y Copper 15' A 6/10/2014 LB-23-0BDL 1A None
23 First 111 1 DCW NORTHEAST WALL N Copper 8' A 6/11/2014 LB-23-01DL 1C 8'
23 First 111 1 DHW NORTHEAST WALL N Copper 8' A 6/11/2014 LB-23-01DL 1C 8'
23 First 122 1 DCW SOUTHWEST WALL N Copper 5' A 6/11/2014 LB-23-01DL 1C None
23 First 122 1 DHW SOUTHWEST WALL N Copper 5' A 6/11/2014 LB-23-01DL 1C None
23 First 113B 1 DCW SOUTHWEST WALL Y Copper 20' B 8/19/2014 LB-23-01DL 1C None
23 First 113B 1 DHW SOUTHWEST WALL Y Copper 20' B 8/19/2014 LB-23-01DL 1C None
24 Basement 1 1 DCW GYM CRAWL SPACE Y Copper 5' A 6/10/2014 LB-24-01DL 1A None

102 First 100 1 DHW NORTHEAST WALL N Copper 5' A 7/10/2014 LB-102-01DL 1C All
102 First 111 1 DCW NORTHWEST CORNER Y Copper 15' B 8/19/2014 LB-102-01DL 1C None
102 First 111 1 DHW NORTHWEST CORNER Y Copper 15' B 8/19/2014 LB-102-01DL 1C None
102 First 115 1 DCW WEST WALL Y Copper 25' B 8/19/2014 LB-102-01DL 1C None
102 First 115 1 DHW WEST WALL Y Copper 25' B 8/19/2014 LB-102-01DL 1C None
102 First 117 1 DCW SOUTHWEST CORNER Y Copper 8' B 8/19/2014 LB-102-01DL 1C None
102 First 117 1 DHW SOUTHWEST CORNER Y Copper 8' B 8/19/2014 LB-102-01DL 1C None
102 First 110B 1 DCW NORTHWEST CORNER Y Copper 16' B 8/19/2014 LB-102-01DL 1C None
102 First 110B 1 DHW NORTHWEST CORNER Y Copper 16' B 8/19/2014 LB-102-01DL 1C None
102 First G006 1 DCW RIGHT OF ENTRANCE N Black Pipe 6' A 7/10/2014 LB-102-01DL 1C All
102 First G006 1 DHW RIGHT OF ENTRANCE N Black Pipe 6' A 7/10/2014 LB-102-01DL 1C All



 
















































































